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James & Grace Lee Boggs School
Water Sampling Lead Analysis Report

1.INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
James & Grace Lee Boggs School at 4141 Mitchell, Detroit M1, on June 8th, 2016. The
sample results taken in conjunction with this investigation are also presented on
Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Amanda
Rosman on May 25, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took ten samples, a First Draw sample
and a Flush sample, from five different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
Detroit, MI 48203
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APPENDIX 1
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356754

612312016 U\ \ \)\ \ Hl Jf@é/u,} /
Customer: G. S. Group

: l, 8-01-1BF-01-~
Monica Starks Source Boggs School, $-01-18BF-01-P

17800 Woodward Ave #200 Source City: Detroit
Detroit, Vil 48203 Source State: M|

Date/Time Recsived:  6/15/2016 15:00
Collected by: M. Etters

The resulis herein conform to TNI and ISO/EC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was nol detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,

"LRL" This column indicates the Lower Reporting Limit, which is the lowest fevel that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ‘Method  Standard Units  LRL level DF  DatelTime - Date _ DalefTime

 Detected - Sampled . Prepped Analyzed

inorganic Analytes - Metals
1036 tesd L onh% G015 mgl. 0001 0004 1 empote 0826 621016

These test results may be used for compliance purpose as required.

Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356754 Lead Only Date Printed: 6/23/2016 10.14:58 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356755
612312018
Customer: G. S. Group . .01-1BF-01-
Monica Starks Source: . Bogg§ School, §-01-1BF-01-F
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mt 48203 Source State:MI

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TN! and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected at or above our lower reporting limit {LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid # Contaminant Mathod  Standard Units  LRL Level . DE  DatelTime Date DatefTime
Detected . Sampled Prepped Analyzed

Inorganic Analytes - Metals
1030 Lead . 08 0015 mgl 0001 ND 1 g@pote 0820  ei21/2016

These test results may be used for compliance purpose as required.

gAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wnitten approval of National Testing Laboratories, Lid.
Page 1 of 1 356755 Lead Only Date Printed: 6/23/2016 10:14:58 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M1, 48197-5166
(440) 449-2526, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366756
6/23/2018
Customer: G. S. Group . .01~ .02
Monica Starks Source: Bogg;.s School, §-01-CBF-02-P
17800 Woodward Ave #200 Source City: Detroit
Detroit, M 48203 Source State: M|

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncerlainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detecled’ marked with an aslerisk (*} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NAY Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboralory can detect a contaminant,
"DF" This column indicales the contaminant dilution factor.
Report Notes:
Fedld# Contaminant . Method  Standard Units  LRL tevel DF  DatelTima Date Date/Time

Detected Sampled Prepped Analyzed

Inorganic Analytes - Metals

1030 tesd - 008 0015 mgl G001 NG 6/B/2016 0820  6Pi2016

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of Nalional Testing Laborafories, Lid.
Page 1 of 1 356756 Lead Only Date Printed: 6/23/2016 10.14.58 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356767
6/23/2016
Customer:  G. S. Group Source: Boggs School, S-01-CBF-02-F

Monica Starks X )
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

E

Date/Time Recsived:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
CQuality.

"ND” This contaminant was not detected at or above our lower reporiing limit (LRL)

“NA" Not Analyzed

“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA

Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the Iaboratory can detect a contaminant,

"DF" This column indicates the contaminant dilution factor.

Report Notes:
Fedid# Contaminant Method Standard  Units  LRL Level DF  Date/Time Date DatelTime

: - : - Detected ‘Sampted Prepped Anglyzed
Inorganic Analytes - Metals
1030 lesd 2008 0015 mgl 0003 ND 1 ggp016 0820  6/21/2016
These test results may be used for compliance purpose as required.
alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wnitlen approval of National Tesling Laboratories, Lid.
Page 1 of 1 356757 Lead Only Date Printed: 6/23/2016 10:14:58 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356758
6/23/2016
Customer: G. S. Group . 01007,
Monica Starks Source: Boggs School, S-01-CF-03-P
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State:Ml

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legond:
.gny "Leve( Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
uality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level (MCL} for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboralory can defect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~ Method Standard  Units  LRL Level ‘ DF  Date/Time.  Date DatefTime
Detected Sampled Prepped Analyzed

Inorganic Analytes - Metals
1030  Lead o008 0015 mgl 0001 0003 1 68016 0820 6212016

These test results may be used for compliance purpose as required.

{Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralorigs, Ld.
Page 1 of 1 356758 Lead Only Date Printed: 6/23/2016 10:14:58 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
5566 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356759
6/23/2016
Customer: G. S. Group . -01-CF-03-
Monica Starks Source: . Boggf School, 8-01-CF-03-F
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: M|

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Leve! Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NAT Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest (evel that the laboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant . Method Standard Units  LRL Level DF . DalefTime Daté Date/Time
: e : : : o  Detected Sampled : Prepped Analyzed

inorganic Analytes - Metals

10300 lead 2008 0015 mgh 0001 ND ' GBO16 0820  BI21j2018

These test results may be used for compliance purpose as required.

}Ana!yst Tesis
(EC 200.8

James Abston, Qperations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356759 Lead Only Date Printed: 6/23/2016 10.14.59 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355763
6/23/2016
Customer: G. S. Group . -01-2CF-04-
Monica Starks Source: Bogg? School, $-01-2CF-04-P
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastem Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NA"™ Not Analyzed
“Standard™  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Mothod Standard  Units  LRL Level DF . DalefTime Date Date/Time
: ‘ ‘ Detected Sampled Prepped Analyzed

Inorganic Analytes - Metals

1030 teed 2008 0015 mgh o001 0001 1 eBi0t6 0820 612016

These test resuits may be used for compliance purpose as required.

;Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannof be reproduced, except in full, without the written approval of National Testing Laboralories, Ltd.
Page 1 of 1 356763 Lead Only Date Printed: 6/23/2016 10:14:59 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356764
8/23/12016
Customer: G. S. Group . .01-2CF-04-
Monica Sterks Source: Bogg§ School, S-01-2CF-04-F
17800 Woodward Ave #200 Source City: Detroit
Detroit, Ml 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request, All Dates and Times are reported as U.S. Eastern Time.
L.egend:

Any Level Detected’ marked with an asterisk ("} indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND¥ This contaminant was not detected at or above our lower reporting fimit (LRL)

"NAY Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA

Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest fevel that the laboratory can detect a contaminant.

"DF” This column indicates the contaminant dilution factor.

Report Notes:
Fedld# Contaminant Method Standard  Units LRL  Level DF  DatefTime Date DatefTime

L Detecled : Sampled Preppad . Analyzed
inorganic Analytes - Metals
1030 leasd = 5008 0015  mgl 0001 ND 1 gmpois G0 epipots
These test results may be used for compliance purpose as required.
alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 356764 Lead Only Date Printed: 6/23/2016 10:14.59 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356765
612312016
Customer: G. S. Group . 02-BF-05-
Monica Starks Source: Bogg? School, §-02-BF-05-P
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: M

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TN and ISO/NEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detecled' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DE" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Umits  LRL  Level DF DalelTime  pate Date/Time

Detected ~ Samp!ed . ‘ Prepped Analyzed

Inorganic Analytss - Metals
1030 tess 2008 0015 mgh 0001 0002 1 Gmpois 0820 T

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356765 Lead Only Date Printed: 6/23/2016 10:14:59 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356766
6/23/12016
Customer: G. S. Group . -02-BF-05-
Monica Starks Source: Bogg§ School, §-02-BF-05-F
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State:M|

Date/Time Received:  6/15/2016 15:00
Collected by: M. Etters
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicabla, unless atherwise narrated in the body of the report. The
uncertainly of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
FedId# Contaminant Method Standard  Units LRL  Level DF  DatefTime  Date  DatelTime

_ Delected Sampled Preppad  Analyzed

inorganic Analytes - Metals
1030 teed 2008 0015 mgl 0001 ND 1 e@p0i6 0820 6212016

These test results may be used for compliance purpose as required.

fyst Tesls

EC 200.8

i

James Abston, Opsrations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Lid.
Page 1 of 1 356766 Lead Only Date Printed: 6/23/2016 10:14:59 AM



lational Testing
Laboratenes, Ltd

Quabiywm Analym

1-800-458-3330

Sold To:

G. 8. Group

Monica Starks

17800 Woodward Ave

Detroit Ml 48203

Time Sampled: B 26
Check Time Zone [PIEST [7] CST[JMST[]PST

Cliept Mame: ?;’DCK‘KS SCJ\l’)Ot

Please Use Military Time, eq 3.00pm= 1500

General Compliance

Order Number: 2077784
Order Date:  05/20/2016 35675k
Sample Number: (UGB mma
Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
For Laboratory Use ONLY

Lab Ascounting Information:

Payment $:

Check #:

Lab Commentsi8pecial Instructions:

255 L“L“ HL{'CL\‘L"

BEmEumber: i

1% -4p%-7235

0

PWE 1D# (if applicable):

State Forms:

£
ot ]

ple ID or Source: | —~ ~0Of- lBP

O\-7

Lab Sample Information:

Bource Type: 1 Spring [_‘_] Well [B/Mumqpa{ [] Surface Date Received: N I 5 28
[T} Other:
Time Recelved: 0

City & State: Bﬂ“ m;r ! }\/ e Recelved By.

(if Diffbrept than Above) §

N ) Sample receipt ed & acceptable.
Sample Collected By: ‘ s 7] pevistions from acoeptabze sample receipt crileria noted
on PSA form.

. (Signature)
Sample Collected By, M‘

CHers

(Please Pnnt)

Form Complated By: \‘J\;&)\k_\

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AN

D/OR INVALIDATE RESULTS




ational Testing
Laboratorses, Ltd Order Number:
s Order Date:
Quﬂm\/ Water AWM Sample Number:

1-800-458-3330 Product:

Sample Paid: No

TSR: EF

Sold To;
G. S. Group
Monica Starks

17800 Woodward Ave
Detroit M! 48203

Time Sam9§@d5w%wimzzum Please Use Miltary Time e.g. 3:00pm = 15.00
Check Time Zone [Zf EST [JCSTJMST[]PST

K%ams Do oo

General Compliance

2077784
05/20/2016 561

O

Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:
Payment §:

Check #:

Y4\ el

B Number: % - 'ﬂ b < - /}Zgb

szk

WS 1D i applicable):

Sample D or Scurce: Sr— O |~ \%P - C) \ - F

Lab Comments/Special Instructions:

State Forms:

Source Type: [7] Spring [] well [Q/Municipa! [] Surface

[} Other
Clty & State: ) 8& 84 LT X\J 3

{If Different than Abave)
Sampie Collected ﬁ%y:q D ,éé

natme)

‘\4 \z_}nm Eitevs

Sample Collected By:

{Please Print)

H\ ejaw‘ E}?’&fg

Form Completeéd By

Jif%?“‘”% u&aw %ﬂzfu{%{.{cx

2 Selloo

8
) v (s \pratin 111;

Ll

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE REBULTS




ational Testing
Laboramrses, !.td

QuaMy W&t;?f A mlym

1-800-458-3330

Order Date:

Product:

Sample Paid: No

TER: EF
Sold To: SR

G. S. Group
Monica Starks
17800 Woodward Ave

Detroit M 48203

Date Sampled :mewgfwlé

Time ggmﬁ)é@ﬁ:&:gﬁ} Please Use Miltary Time. e.g 3 00pm = 15 00
Check Time Zone [UEST []CST[] MsT[]PST

Clientizme: " f>pad e S0)op |
N W

3 Yoy ~-I228
DA

Sample ID or Source: §" O\~ (‘:%F-— O‘Zx*?

¥
Bource Type: [] Sering [} Well [Q/Municipal [] Surface

[7] Other.
City & State: ,,’t"

| (1f Different Above)
Sample Collected &P\/L\}? &

(Signature)
Pty S

M\ )
| Bz

& Number:

PWS 1D# i applicable):

Sample Collected By:

(P!ease Print)
‘ — L\

Form Completed By:

Additional BmmenT@ch"M %@g\( C{ \5 < %m l

Sample Number:

General Compliance
Order Number:

2077784

05/202016  4541%

WMo

Lead O
Payment Method:

For Laboratory Use ONLY

Lab Ascounting information:
Payment §:

Check #:

Lab Commonts/Special Instructions:

State Forms:

Lab Sample In n:

Date Received: i A J]JN 1 5/20’6
Time Received: ! :

Received By:

-

dro. 7,

ey Al

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

ational Testing
Laboratmes Ltd Order Number: 2077784 15]
Order Date:  05/20/2016 15
Quality Wadar Anclpis Sample Number: A
1-800-458-3330 Product: Only
Sample Paid: No Payment Method;
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #
‘ Lab Comments/Spocia! Instructions:
Date Sampled “fﬁf %i ”D
Time Sampled: .mg. Zé Pleass Use Mibtary Time. ¢ g 3 00pm = 1500
Check Time Zone. [EST [7] CST{:] MST]PST
Clien Name: 0\ <, ):. ol

SIET Htﬂ Y
e Number: %i 3 L}O"é 72/9§

;zli

PWS IDE (if applicable):

Sample 1D or Source: g«‘" C_%F 07~ F

Source Type: ] Spring [ well g/ Municipal [ Ssurface

[7] Other.
City & State: /B‘p"}wﬂpb H )

, {if Different’ th Abova)
Bample Collectad 59;3{ /\j—D%

State Forms:

Lab Sample info :

Date Received: | AJUN 1§ 206
Time Recelved: :QQ
Recelved By: !:fdy

ple receipt criterig/checiled & accaptable.
Deviations from a table sampla receipt criteria noted

on PSA form

Sa

gngture)
mple Collected By ; ‘\d’\&j t -()YS

{Pleass Prind)

M: L@J E:ﬁ?(, rS

Form Compileted By:

),&, (S /0/1;:)1/.{@, }Ile

[

Mmﬂﬁﬁﬁ‘l gm_ézi‘mo,cé LS g gdm

:}";L M

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

ational Testing
Laborateries, Ltd Order Number: 2077784
. Order Date: 05/20/2016
Quality Wi Arciis Sample Number. EHB*,,MMIIIEIE%
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Lab Comments/Special Instructions:

samprea- O/ %

Time Sampled; fgm 5 Please Use Miitary Time. e g 3.00pm = 15.00
Check Time Zone: [g}£ST [] CSTD MST[JpsT

Clig; ?ézéﬁ’?"ﬂ Bafi‘is DC;L',;QG(

(Ut el
€ Number:  4(7, _ Yoé- 722«

PWS 1D¥ (if applicable): [J / A State Forms:
Sample 1D or Sourca: - Z, -
S o ( CF 0 17 Lab Sample Info n:
Source Type: [7] Spring 7 well @/Mumccpal [J Surface Date Received: J’JN 15;20'5
Other:
- Time Received: [Sco

cityesae: Vv o M
) (If Different than Above) Received By:
> b A @’&mp!e fecaipt criteria theced & accaptable,
Sample Collscted %ﬁ% /i D J {71 Deviations from acceptable sample receipt criteria noted
on PSA form.

{Signature)

Sample Collect : H .(Lux ’ é‘jﬁ"[ L 5

(Plsase PrinY)

Form Completed By Hg(,);w %

M% "'T % 5{),“@ /{ i::} 4, &Lnn’ ,&‘VEL:‘; L5 &C&‘iﬁa; t—t‘ %/
._Emf;i:_cm

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULYS




General Compliance

Labaratos'ses, Ltd Order Number: 2077784
e Order Date: 05/20/2016 q
Quality Water Analysis Sample Number: D358 ol
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Aceounting Information:
17800 Woodward Ave
Detroit Mi 48203 Payment $:
Check #:

Date Sampled :WQ{j‘ﬁ ! fé

Please Use Militery Time. e g 3 00pm = 15,00

Check Time Zone: {g‘éST [JcsTMST]PST

el e V—;mfv' St hes(

wSS
e Number: 5?’7&\0‘&' 7735

PWS ID# (if applicable): [&} il

Sample D or Source: S — O - CFE-0O5— F

Source Type: [[] Spring [ Well Munidpal [ Surface
[] Other:

City & State: DJ“‘T@HT M;

(tf Daa{m fn Above

(Stgnature
7S

Hected By: H \f}w.j
?"’ sZ:LpJ %:@6

(Please Prinf)

Form Complsted By:

Additiofal Comgnents:
00 j,L@L,

Lab Commoents/Special Instructions:

State Forms:

Lab Sample Info n:

Date Recelved:_{JUN/1 B 205
Time Received: ;

Recelved By: (U T,

[a’éamp!e recaipt eniteria thecked & acceptable.

[7] peviations from accsgtabla sample recaipt critenia noted
on PSA form.

e -

s 16 b0ebie 43,

S d 15 0 Sell
Flush %0 =

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR [NV

ALIDATE RESULTS




General Compliance

Vational Testing |
&.abnratanes, Ltd Order Number: 2077784
Order Date: 05/20/2016 356763 |
Quality Woior Avasis Sample Narnber: [Pt
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit MI 48203 Payment $:
Check #

Date Sampled : ,,(2_« fjéj,{__é?m
G .20

Check Time Zone st [JcsTMSTL]PST
e 'ﬁo&g P bie |
Ydy Mebed Y

13- YoB- 7738

Time Sampled; 1 Piease Use Military Time, e.g 3 00pm = 15.00

@ Number:

Lab Comments/Special Instructions:

PWS ID# {if applicable): I\) / i State Forms:
3
Sample ID or Source: - -2EFE-04 s
Source Type: [} Spring [} Well [Q/Municipal [ Surface Date Recelved:\ ,: JPN 1 i
[] Other: Recel
-~ Time Recelved:
ciyesate: o, Vo ,
(i Diffarent than Above) Received By:
) 3 l e Sempls receipt crite
Sample Collected %WL,@D — Deviations from a
(Signature) on PSA form.
Sample Coliected By: X\- ‘(-}1 63"‘“(6
(Please Print)
Form Complsted By \E ‘4 ' a‘?;f V<
. i . ) t X " - ry »
{M&_L_f)‘-é(l 16 4 .C)(‘/Ln?}‘ .g—' Aiss 1S LO&L O t:t:q)

Addlﬁogl ComEnm: I

Fe Tk }

INCOMPLETE INFORMATION MAY DELAY ARALYSIS ANDVOR INVALIDATE RESULTS




General Compliance

National Testing
Laboramﬂes, Ltd. Order Number: 2077784
Order Date: 05/20/2016
QW)/ Water AWM Sample Number: E] Iglk HQ mﬂ,,mglﬂ
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Date Sampled: 6 f%- fﬁ;
Time Sampled: @ Z{)

Check Time ZoneﬁST ClcsTrImMsTO]PST

Client Name: fx/}m (

Piease Use Mililary Time_ e g 3.00pm = 15.00

Lab Commaents/Special Instructions:

<5 NN q‘q! H;drﬁLc u

215 YD% - 7235

mstiumber:

PWS 1D# {if applicable):

Oa

i
Sample 1D or Source: SO l—Z AF- O — F

Source Type: [7] Sprng [7] Well E/Municlpal [] Surface
[ Other

State Forms:
Lab Sample taformation: '
Date Recelved: 4M __29__;_5___

Time Received:

City & State:
v «Eﬂ df Diﬂ’ére than Abwe Received By:
Bampls Collected By [] Deviations from acceptable sampls recsipt criteria noted
(S}gnatum) on PSA form.
Sample Collected By: H ,‘Ej\w‘ G‘fé{j
(Pisase Pnnt)

Mitha\ Bizys

Form Completed By:

Additions! Com foree
\4’"&—6 Q&A&&_ sﬂtt&%‘i % 4 ‘,‘)cjmb! [’kcb 1.5 gaanml: 0 g:(,!
UC; I~ C:)@m 91.1 .

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

Vational Testing
Labaratenes, Ltd. Order Number: 2077784
Order Date: 05/20/2016 1567 45
Quality Woder Analysis Sample Number: Wl o
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

Lab Comments/Special Instructions:

Date Sampled Mgfﬁfifl

Time Sampled: S5 1 Z).  Please Use Mitary Time. & g 300pm =15 00
Check Time Zone: [}E/ST Ocst[msT]PST

sem%amg %s (%Jw
R I L Hs“l“au

@2 Number: 3 |%- “Yp%- 7735

PWS ID# (if applicable): ‘\B / i, State Forms:
i
Sample 1D or Source: §~ O?j‘ %‘: - 05’ ?
Lab Semple informatio
Source Type: [ Spring [] Well @/ Municipal [] Surface Date Recelved: ‘.".;N 15 20?5
[ Other: 1
Time Recelved: 1 |

City & State: ?&fm‘t’ : Hi' Received By:

{if Diffarent than Above)

Sample Collecte \-/’W

(chnatum)

mple receipt critaria chatksed & accaptabls.
] Deviations from acgeptable sample recsipt critens noted
on PSA form

Sample Collected By H tdm& E’H"L(S

(Please Print)

Form Completed By: M‘ LLV»‘ g"H’&fS

Mdmna Comma .
. Yn@@h Sacped & o St Thie 53 lpfebe 85,

el Az

INCOMPLETE INFORMATION MAY DELAY ANALY SIS ANDIOR INVALIDATE RESULTS




Laboratores, L,

Quality Water Analysis

1-800-458-3330 Product:

Sample Paid: No

: EF
Sold To: TSR

G. S. Group
Monica Starks
17800 Woodward Ave

Detroit Ml 48203

Date Sampled - & /B 1 |b

Time %ag‘s"g;ﬁﬁéé;ﬁwi& Plaase Use Miltary Time. e g 3 00pm = 1500
Check Time Zone: [FEST {7 CST[]MST[]PST

Cliant Name: &qﬁg 5«)\90(

Order Number:
Order Date:
Sample Number:

2077784
056/20/2016

Lead Only
Payment Method:

General Compliance

156160
T

[

For Laboratory Use ONLY

Lab Accounting Information:

Payment §:

Check #:

- > Y19 ) Mekehes

213-90% - 7235

& Mumber:

PWE IDE (i applicable)

©a

Sample 1D or Source: s - Dﬁ‘ -»%F -O5— F‘

Lab Comments/Special instructions:

State Forms:

Source Type: [ Spring [] Well [C Municipal [] Surface
[] Other.

City & State: ‘Bé{fm(ﬂ' N

(if Different than Abova)
Sample Collected By: ’\qujé

(S«gnature)

Mk Bt

Sample Collectad By:

Lab Sample Infor on
Date Recelved:

JUN 15 201
I I

I————— po—————EY—

| 5:00

[

Time Recelved:/

{

Recelyed By: \ '
[ﬁm& receipt cﬁtarij

chack!d & acceptable.

[[] Deviations from acceytable sampia recaipt cntana notsd

on PSA form.

(Please Pnn!)

Mfdwui B

Form Completed By:

Additio ommai\ﬁpﬁ 2 \“g t‘) . C ] \c;‘,‘,{ —

A3
g
"

YR -

Sy

sl Cmo

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANIHOR INVALIDATE RESULTS




